1/8" — P.V.C. SCH. 40 PER FOUNDATION DETAIL (2)
11”7 DIA BOLT CIRCLE

1” THICK x 11 1/2” SQUARE

POLE BASE

HANDHOLE COVER

GROUND ROD PER FOUNDATION DETAIL - N 3/16”
(LOCATE 17-2" FROM INSIDE OF POLE
OPPOSITE HANDHOLE COVER)

1/2"-13 N.C. SQ. NUT FOR GROUND:
(VISIBLE IN HANDHOLE)

PLAN VIEW OF BASE DETAIL

f C SCALE : NONE

1/2”-13 N.C. SQ. NUT FOR GROUND
VISIBLE IN HANDHOLE

HANDHOLE COVER, SHOWN FOR

REFERENCE

STUB CONDUIT(S) 2 ABOVE

BOTTOM OF POLE BASE

STREET LEVEL \\ _
OLE TO DRAIN N

1/4” WEEP H
TO WALK TOWARD STREET

SCH. 40 P.V.C. 1" MINIMUM
SIZE WITH A MINIMUM OF TWO
ELLS IN EACH FOUNDATION

GROUND ROD TO BE FLUSH WITH BOTTOM OF
HANDHOLE COVER

—3 1/2” THICK CONCRETE * CAP OR 3 1/2”
THICK SIDEWALK.
* NOTE : PLACE A 24"x24” CAP AROUND POLE
BASE IN PARKWAYS, UNIMPROVED AREAS, OR
WHERE LIGHTS ARE PLACED BEHIND SIDEWALK.

4 EACH 1”x36"x4” GALV.
ANCHOR BOLTS WITH 2 GALV.
HEX, NUTS & 2 GALV. FLAT
WASHERS PER BOLT

4 EACH 1/2” @ (24” MINIMUM
LAP) RE-BAR WIRED TO ANCHOR
BOLTS

CLASS ”A” CONCRETE (6 SACK)
POURED AGAINST UNDISTURBED
SOIL

UNDISTURBED SOIL

S HANDHOLE COVER SHALL HAVE 1/4”=20 UNC.
\ / x 1 1/4” HEX HEAD STAUBKESS STEEL
: SCREWS (2 REQ.) COVER MOUNTING CLIPS
1 CAP FOR ADJUSTING NUTS, . R SHALL BE( PRO\?II%ED WITH EXTRUDED 0" A
- =T | NUTS, ANODIZED.

24"x24”x3 1/2” CONCRETE CAP O A -0 FINISH GRADE
3 1/2” THICK CONCRETE SIDEWALK | —prrndmiftiet =

1 1
GROUND ROD (LOCATE TO REAR, 4 EACH 1"x36"x4” GALV. ANCHOR
OPPOSITE HANDHOLE_OPENING) .
PER FOUNDATION DETAIL VISIBLE 65 BOLTS W/2 GALV. HEX. NUTS &

1/8 2 GALV. FLAT WASHERS PER BOLT.

IN HANDHOLE
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COPPERWELD GROUND ROD 3/4” @ x 8-0”

NOTE : GROUNDING — USE #6 BARE COPPER
1/2” - 13 N.C. GROUND TERMINAL ON

ROUND BASE

POLE 7/8” CAST BRASS BOLTED CLAMP
ELECTRODE.

FOUNDATION DETAIL

NOT TO SCALE

A@ SECTION DETAIL OF BASE

City of Santa Maria
Standard Drawing

DESCRIPTION:

BASE AND FOUNDATION DETAILS | swowo wuser
STREET LIGHT WITH UNDERGROUND SERVICE | oy _ {2

3/17/05
5 EET RCE. 44,213 EXP. 6/30/07 DATE
REVISIONS BY APP
2" — TOP OF HOLD DOWN NUT TO FINISH GRADE. A | DELETE OLD DWG. No'S. | Cjf  |2/11
2.75" - BOTTOM OF BASE B TO TOP OF ANCHOR BOLT.
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