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GENERAL NOTES

LUMINAIRE TO BE INDUCTION TYPE PER APPROVED
MANUFACTURER’S SUBMITTAL INFORMATION.

HOUSING TO BE ALUMINUM WITH SEALED OPTICAL
ASSEMBLY.

GENERATOR AND PHOTO CELL TO OPERATE ON 240 VOLTS.

MAST ARM - 2.375 0.D.x 0.154 TUBE, 36 K.S.I. MIN.
YIELD STRENGTH, 7" RISE, ALL GALVANIZED.

BASE TO FIXTURE WIRE #10 THHN/THWN STRANDED
COPPER.

SERVICE WIRE # 6THW. STRANDED COPPER (MINIMUM SIZE).

CONTRACTOR SHALL PAY CONNECTION FEES AND SERVICE
EXTENSION COSTS.
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