O

SLOPE TO DRAIN
FINISH GRADE

S

SPLASH

PLATE

HYDRO GUARD
BASE

@

SECTION 1-B

TYPICAL 1-1/2", AND 2”
INSTALLATION AT BACK OF SIDEWALK
FOR AUTOMATIC FLUSHING DEVICE

FINISH GRADE

24" MIN

SECTION 1-C

TYPICAL 1-1/2", AND 27
INSTALLATION AT BACK OF SIDEWALK
FOR AUTOMATIC DIRECT DISCHARGE

FLUSHING DEVICE

LIST OF MATERIALS

1 1/2", OR 2" (SCHEDULE 80) SERVICE TUBE — TYPE "K” SOFT
COPPER.

1 1/2%, OR 2" COMPRESSION CORPORATION STOP VALVE BY
JAMES JONES NO. J—1937 OR APPROVED EQUAL AS SPECIFIED BY
AWWA STDS C-800.

HYDRO—-GUARD AUTOMATIC FLUSHING DEVICE UNIT W/SPLASH PLATE &
BASE BY HYDRO GUARD ITEM ID HGI COMP. OR EQUIVALENT ACCEPTABLE
PRODUCT.

® © |® |0

HYDRO—GUARD AUTOMATIC DIRECT DISCHARGE FLUSHING DEVICE UNIT OR
EQUIVALENT ACCEPTABLE PRODUCT.

GENERAL NOTES:

1 » WATER SERVICE SHALL BE INSTALLED PER CITY STANDARD DRAWINGS; AS
APPROPRIATE COORDINATE INSTALLATION WITH THE CITY UTILITY DEPARTMENT SO
THE METER BOX CAN BE SET TO FINAL GRADE.

WATER (TS ] (2., 90% COMPACTION.
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] PP AT DRI (3, SELECTED DISCHARGE SHALL BE STORM SEWER, OR RETENTION AREA, OR
WAIN ) '; L|J. T 4y ) 'OTHER DISPOSAL FACILITY APPROVED BY CITY ENGINEER. END OF DISCHARGE PIPE
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