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ENCLOSURE TO BE PIPELINE PRODUCTS
VCAS-1830-SM OR AS APPROVED BY CITY
ENGINEER.

. LOCK FOR COVER BOX FURNISHED BY CITY.
. SLOPE CONCRETE PAD FOR COVER BOX TO DRAIN

AWAY FROM BOX.

. PLACE PAD AND COVER BOX AT BACK OF

PARKWAY OR BACK OF SIDEWALK.

. INSTALL CTS COMPRESSION X MIP 2" BALL VALVE

WITH BRASS THREADS, JONES OR APPROVED
EQUAL WITH VALVE NUT ADAPTER WITH VALVE
BOX AND RISER PER STANDARD DRAWING JUST
DOWNSTREAM OF ELBOW AT CONNECTION TO MAIN.
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